Monthly Water Report

Date Apr-20
Water Plant -
Total Gal,» 4,222,900 | Max| 222,200 | Min 76,400 Avg | 140,800 |Gpm| 232
Total Hrs,> 504.8 Max| 2068 ' Min 4.9 Avg 16.8
Last Month.> 3,622,200 | Max) 214,800 | Min| 60400 |Avg| 123,300 [Gpml 240
Last Year.> 5406200 |Max| 227300 [Min| 136,700 | Avg| 180,200 |Gpm| 267
Lba.of Chlorine | 471 | Lbs of Fiuoride| 41} Galions of salt brine | 4,628]
Chiorine.MgA | 0.76[ Fluoride.Mg/l | 0.6] Hardness. Mgl | 112]__iron. Mgl | 6.02] Nitrate Mgl | I
T Wall
Date 4/23/2020
S | RiDD|Gpm| S | R |PD[Gpm R |DD|Gpm! 5 | R [DDIGpm| S DD | Gpm
Well #7 32 |20, 12| 130
Well#8 _
Well #9 30 {20(10] 140
Wall#10 20 [12] 8120
Test Wall
Water Meters | New Installs Read In [ ]
Replace Meter Read Out
Replage Radio
ot
Repair
Fire Hydrants | Newnstall [ | Flush Hyd | yes |_Repalr Hyd | |
Water Plant _ |4/9/20 - Backwashed filters1-2-3
A124/20 - Backwashed filters1-2-3
Water Tower
Reservoir
Dist, System _|Flushed fire hydrants throughout month, Flow testing SE quadrant of town
Wells 4/23/20 - Tested wells 7-0-10 no Issues
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