Monthly Water Report

Date Aug-19
Water Plant
Total Gal.> 6,310,900 | Max| 247,600 ! Min 164,600 Avg | 203,600 |Gpim) 269
Total Hrs.> 406.2 Max 16.9 Min 109 Avg 134
Last Month.> 6,073,900 | Max| 635,300 | Min 161,000 Avg | 226,000 Gprm 259
Last Year.> 4,304,500 | Max| 235500 | Min 21,900 Avg | 138,900 |Gpmj 265

Lbs.of Chlorine | 792 | Lbs of Fluoride] 47 | Gallons of salt brine | 3,033]

Chlorine. Mg/t | 0.57] Fluoride.Mg/l | 0.4] Hardness, Mg | 91.s]  lron, Mgh  o.01[Nitrate.MgA |

Wedl
)
Date 8/13/2019
S |RIDD|Gpm| S : R|DD|Gpm| S| R | DD |Gpm| S | R {DDIGpm S
Well #7 36 | 26110 150
Well#8 :
Well#9 40 |1 28] 121 200
Well #10 24 110]14] 110
Test Well
Water Maters |  New Installs Read In ]
Replace Meter Read Out
Repiace Rado Shut off For
_ " Repair payment
Fire Hydrants | New Install | | Flush Hyd | |  Repair Hyd | |

Water Plant  |Backwashed filtters 1-2-3.

Water Tower

Reservoir

Dist. System

Wells 8§/13/2019 - Tested wells 7-8-10, no issues. Well B is down
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