8/712020

Monthly Water Report 7:39 AM
Date|  Jul-20
Water Plant .
Total Gal.> 6,063,000 |Max| 207,200 'Min| 106,500 | Avg| 163,000 Gpm| 239
Total Hrs.> 363.4 Max 16.4 Min 7.2 Avg 11.4
Last Month,> 4,833,600 |Max| 309400 ' Min| 83400 |Avg| 161,100 |Gpm| 231 L
Last Year,> 6,973,900 jMax| 635300 | Min| 151,000 | Avg| 225,000 |Gpm|259
Lbs.of Chiorine | 769 [ Lbs of Fluoride | 48 | Gallons of salt brine | 4,282
ChlorineMg/l [ 0.71] FluondeMghi | 0.5 Fardness, Mol | 122] Iron. Mg/l ! o.01[Nitrate.Mgl | |
Well
Date 71712020 )
§ | R/DD|Gpm!| 8 | R |DD|Gpm R |PD|Gpm| § ! R |DD|Gpm| S | R | DD {Gpm
Well # 7 38 2610250
Well #8 )
Well # 9 32 120]|12] 140
Well #10 24 110]14i120
Test Well
Water Meters | Now Installs Read In | ]
Raplace Meler Read Qut
Replace Radlo
tome
Repair pay —
Flre Hydrants | New Instali | | Flush Hyd | | Repalr Hyd | |
Waler Plant  17/24/20 -Backwashed Filters 1-2
7127120 - Backwashed Fliter 3
Water Tower
- Reservolr
Dist, System
Woells 7117120- Tested Wells 7-9-10 No lssues

7/31/20 - Plugged Wall 8 done by Northway Well.

Other




