8152021

Monthly Water Report 226 PM
Dats Jul-21
Water Plant .
Total Gal.> 4,656,400 |Max| 209,200 | Min| 104,800 | Avg! 160,200 |Gpm|247
Total Hrs.> 358.3 Max 57.3 Min 6.7 Avg 11.8
l.ast Month.> 5943900 [Max| 373,500 | Min| 104,400 | Avg| 188,100 [Gpm| 254
Last Year.> 5,053,000 | Max| 207,200 {1 Min| 106500 | Avg| 163,000 |Gpm| 238
Lbs.of Chlorine | 606 | Lbs of Fluoride| 45 | Gallons of saltbrine | 4,290]
Chlorine.Mg/l | 0.87] Fluoride.Mg/l | 0.5] Hardness. Mg/l | 93] Iron. Mgl |o.01[Nitrate.Mg/l | |
Well
Date 7/16/2021
S | R|DD|Gpmi 8 | R|DD|Gpm| S | RIDD|Gpm| S | R [DD[Gpm| S | R [DD[Gpm
Well#7 28 [12]116] 110
Well #8 28 |20] 8110
Well # 10 24 110|14] 120
Well # 11 28 {10]18] 250
Water Meters | New Installs Read In |
Replace Meter Read Qut
- Repi?{ l'}:a cF;’aciio Shut off F;?]rt
Repair ' onpaym
Fire Hydrants | New Install | | Flush Hyd | | Repair Hyd |
Water Plant  17/1/2021 - Backwashed iran filter 1-2-3.
Water Tower T
Reservoir
B Dist. System
Wells 71162021 - Tested Wells 7-9-10-11 no issues.
Other )




