10/8/2020

Monthly Water Report 8:13 AM
Date Sep-20
Water Plant
Total Gal,> 4,791,400 | Max| 272,000 | Min 96,000 Avg | 169,700 |Gpm| 241
Total Hrs,> 337.1 Max 20,5 Min 6.4 Avg 11.2
Last Month,> 4,699,300 | Max| 236,900 | Min 105,800 Avg | 151,600 |Gpm| 241
Last Year.>» Max Min Avg Gpm
Lbs.of Chlorine | 695 | Lbs of Fluoride| 41 | Gallons of saltbrine | 2,684]
“[Chiorine.Mgl | 0.53] Fluoride.Mg/l | 0.4] Hardness, Mg/l [ 116] Iron. Mgl | oof[Nitrate.Mghi | | ]
Well -
Date 9/17/2020
S | R|DD|Gpm R |DD|Gpm R _|PD{Gpm| 8 | R |DD|Gpm| S | R |DD|Gpm
Well # 7 38 |26]12] 220
Well # 8
Well #9 40 | 26] 141120
Well #10 24 112112| 110
Test Well
Water Meters |  New Installs Read In | ]
Replace Meter Read Out
Replace Radlo
o
Repair pay
Flre Hydrants | New Install | | Flush Hyd | | Repair Hyd | t
Water Plant 9/22/2020 - Backwashed flilters 1-2
9/23/2020 - Backwashed filter 3
Water Tower
Reservoir Replaced check valve on booster pump 1 also replace wear ring on volute.
Dist. System 9/6/2020 - Watermain break Linden & Kellogg 4" break.
9/24/2020 - Watermain break 2525 240th St. 6" main hole In botttom.
Wells 9/17/2020 - Testad Wells 7-9-10. No Issues.
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